
BATESON BUILDING AIRBORNE MOLD SPORES*  -  MAY 28, 2002
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Organism Identification

BATESON BUILDING AIRBORNE MOLD SPORES * - MAY 28, 2002 - These results show that 
molds found indoors are similar in type and distribution to those found outdoors.           

Airborne indoor mold concentrations are lower than outdoors.

OUTSIDE CONTROL - 5.28.02 

FIRST FLOOR ATRIUM - N.W. CORNER

SECOND FLOOR ATRIUM - S.W.
CORNER
THIRD FLOOR ATRIUM - S.E. CORNER

FOURTH FLOOR ATRIUM - N.W.
CORNER

OUTSIDE CONTROL - 5.28.02 1502 338 639 3380 75 0 0 38 75 338 38 38 38

FIRST FLOOR ATRIUM - N.W. CORNER 38 0 263 225 0 0 0 0 150 75 0 0 38

SECOND FLOOR ATRIUM - S.W. CORNER 0 38 113 263 0 38 38 38 113 75 38 0 0

THIRD FLOOR ATRIUM - S.E. CORNER 0 38 0 263 0 0 0 0 75 0 0 0 0

FOURTH FLOOR ATRIUM - N.W. CORNER 0 0 38 38 0 0 38 0 75 0 0 0 0

Altern
aria

Ascos
pores

Basidi
ospor

es

Clado
sporiu

m

Epico
ccum

Bipol
aris/D
reschl

Ulocl
adium

Torul
a

 
Hyph

al 

Rusts
/Smut

s

Stem
phylli
um

Oidiu
m

Myxo
mycet

es

*Spore Trap, Non-Culturable Collection Analysis


